NOTES

1. CONDUIT SHALL BE 4-INCH
DIAMETER UNLESS OTHERWISE
INDICATED IN THE PLANS.

2. JUNCTION BOX SIZE

SINGLE FACE WALL: 21" X 11” X 8"
DOUBLE FACE WALL: 20 X 13" X 12

NOTE: FOR DETAILS ABOVE BARRIER
WALL SEE UNDERPASS DETAILS.

_———FOR DETAILS ON SIGN SEE
- ELECTRICAL CONNECTION TO SIGN
STRUCTURE DETAIL

2 172 ' DIA. RGS CONDUIT
COORDINATE WITH OPENING

CONDUIT ADDAPTER.
2 1/2 * DIA.

PVC CONDUIT
Jl /

IN SIGN $TRUCTURE BASE PLATE#\

g / METALLIC TO NONMETALLIC

—JUNCTION BOX, NONMETALLIC
SIZE AS INDICATED, EMBEDDED
IN BARRIER WALL

PVC CONDU]T EMBEDDED
IN STRUCTURI

CENTER JUNCTION BOX
ON BARRIER WALL FACE

2 1/2 " DIA. RGS CONDUIT
/ TMETALLIC TO NONMETALLIC

—JUNCTION BOX MNONMETALLIC
SIZE AS INDICATED, EMBEDDED
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ELECTRIC CONNECTION TO UNDERPASS LIGHTING

7'¢ PVC SLEEVE -

\ r NO CONCRETE, THIS AREA
- \
g e e A
\ N 5X4" REDUCTION
4 & / s COUPLING
B - ___\' P :
p———
|
[
|
[
A “ 4 f A / 4 e ¢
- - . - 8 DUCT SEAL OR EQUIVALENT
5 X 4 REDUCTION * ¢ . - . APPROVED BY THE ENGINEER.

COUPLING
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JOINT SHALL BE CEMENTED WHEN

519 PUC EXPANSION -
COUPLING

CONNECTED, STAINLESS STEEL
BAND SHALL BE FLUSH WITH THE

END OF THE PARAPET TO ALLOW
FOR CONNECTION TO EXPANSION
COUPLING.

INSTALLATION OF CONDUIT
IN BRIDGE PARAPET EXPANSION JOINT

/ CONDUIT ADDAPTER. IN BARRIER WALL
/ 2 1/2 ” DIA. PVC CONDUIT EMBEDDED
/ vac coNpUIT / IN STRUCTURE
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. JUNCTION BOX SIZE

CONDUIT SHALL BE 4-INCH
DIAMETER UNLESS OTHERWISE
INDICATED IN THE PLANS.

SINGLE FACE WALL: 21 X 11 X 8~
DOUBLE FACE WALL: 20" X 13" X 12
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JUNCTION BOX EMBEDDED IN BARRIER WALL FOR SIGN LIGHT

ING

—~JUNCTION BOX, NONMETALLIC
F SIZE AS INDICATED IN TABLE
)’ EMBEDDED IN BARRIER WALL

K F PVC CONDUIT EMBEDDED IN STRUCTURE
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N PVC CONDUIT EMBEDDED

_—— PVC CONDUIT ENCASED IN IN STRUCTURE
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CONDUIT SHALL BE 4-INCH
DIAMETER UNLESS OTHERWISE

INDICATED IN THE PLANS.

. JUNCTION BOX SIZE
SINGLE FACE WALL: 217 X 11
DOUBLE FACE WALL: 20" X 13 X 12"

X 8

JUNCTION BOX EMBEDDED IN BARRIER WALL
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